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The purpose of the CEACs is to provide the CPCs with information about individual CEA deviations. The CEACs
monitor the CEAs and send penalty factors to the CPCs if rods in a subgroup deviate from each other by more than a
specified value. CEA position indication is transmitted to the CEACs as an analog input from the Reed Switch
Position Transmitters (RSPTs) [ZT] located on each CEA. Each CPC and CEAC has a MACS chassis [CPU] which
processes the incoming analog signals and converts them to digital data. The analog input system includes multiple
high level mux cards [CBD], which receive the inputs from the RSPTs. These signals are then converted to digital
signals for processing by the CEAC.

PREVIOUS OCCURRENCES

A review of internal operating experience found the following previous occurrences which were precursors to this
event:

CR-WF3-2013-3317, Erratic CEA Position Indication (7/15/2013)

Several annunciators and indications were received due to an erroneous input from CEA 45. A warm restart of
CEAC-2 was performed followed by another failure. The high level mux card for CEA 45 was replaced but this did
not resolve the issue. The CEA Position Isolation Amplifier (CPIA) [OB] for channel D was replaced and this
resolved the condition.

CR-WF3-2013-3574, CEAC-2 Failure (8/28/2013)
CEAC-2 failed during normal operation. There was no indication of abnormal rod motion. The lower memory board
[CBD] had failed resulting in CEAC-2 halting operation. Replacement of the lower memory board resolved the issue.

CR-WF3-2014-5493, CEAC-2 Failure (10/27/2014)

The CEAC-2 computer halted. An unsuccessful warm restart was attempted. A cold restart was successful and
CEAC-2 was restarted. Diagnostic testing could not determine the cause. CEAC-2 was declared operable following
troubleshooting and satisfactory completion of the functional test. Subsequent monitoring for 45 days revealed no
abnormal indications.

CR-WF3-2014-6319, Erratic CEA Position Indication (12/16/2014)
CEAC-2 failed during normal rod deviation. Position indications for CEAs 67 and 75 were fluctuating greater than 7
inches on CEAC-2. The failure remained locked in following warm restart. The cause was determined to be failure
of the high level mux gate card in CEAC-2 MACS Chassis 0 slot 4.

CAUSAL FACTORS

A root cause evaluation was completed for this condition. Vendor analysis of the high level mux gate card installed
in slot 5 of the CEAC-2 MACS chassis was performed.

The direct cause of this event was that a resistor [RES] on the card failed, thereby preventing proper gating of the
input voltage signals through the card’s transistors. The defect was likely due to a manufacturing defect or assembly
flaw. The failure is most likely attributed to the component’s expected service life being reduced as a result of the
defect that accelerated the normal in-service wear mechanisms.

The root cause of this event was the failure to fully implement and periodically revisit the requirements of the Single
Point Vulnerability (SPV) processes outlined in the Single Point Failure Review Process.
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The contributing causes to this event are as follows:

(1) The SPVs in the design of the CPC/CEAC System were not consistently and adequately communicated to
management after the initial CPC replacement project was postponed; mitigating strategies were not carried
forward.

(2) The SPV of the CPC/CEAC system was not factored into the component classification of the equipment during
the 2008 reclassification.

(3) The operations procedure guidance for responding to CEAC malfunctions is vague and cumbersome and
prevented operators from responding in a timely manner to the CEAC-2 malfunction and possibly preventing a

plant trip.

(4) The current monitoring for the CEAC performance is ineffective for early detection of CEAC or CPIA
degradation.

EXTENT OF CONDITION

Plant data was reviewed for all analog inputs to CEAC-2 and CEAC-1 (identical equipment — opposite train). No
deviations in CEA position were noted on other CEAs.

The CPCs use the same analog input equipment as the CEACs for input of field signals to the CPCs. All analog
inputs into the CPCs were reviewed. No deviations in the analog input signal were found.

The review noted that an unusual set of data where all CEA indications began to show increased gain as far back as
July 28, 2015, and which lasted until October 1, 2015 leading right into the indications on October 3, 2015 and this
event. A corrective action has been created to perform a detailed fault tree analysis to determine if this condition is
related to this event.

CORRECTIVE ACTIONS

The high level mux card installed in the CEAC-2 was replaced. To prevent repetition, a full re-analysis of SPF
vulnerabilities on the CPC/CEAC System will be performed per the SPF Review Process. To prevent recurrence of a
CPC/CEAC induced plant trip, the results and progression of the SPF re-analysis will be documented, tracked, and
communicated by way of a CPC/CEAC Reliability Plan.

Additional corrective actions:

(1) All CEA Positions sensed by CEAC-1 and CEAC-2 and all field sensors sensed by CPCs A, B, C, and D were
reviewed for potential degradation. No degradation was found with the exception of those CEAs affected by
the defective high level mux card installed in CEAC-2 MACS Chassis 0 slot 5.

(2) The operating procedure was revised to provide streamlined actions to render a CEAC inoperable in the event
of a malfunction.

(3) Four high level mux cards in CEAC-2 were replaced.
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(4) A performance monitoring plan was developed as a mitigating action to identify and respond to potential
degradation of CEAC cards.

() Perform effectiveness review action by validating that there have been no plant trips due to a SPF within the
CPC/CEAC system through three refuel cycles.

SAFETY SIGNIFICANCE

In this event, the CEAC sensed an erroneous subgroup deviation and conservatively generated a penalty factor
which resulted in a reactor trip and subsequent forced outage. There was no loss of safety function. There were no
other actual consequences to general safety of the public, nuclear safety, industrial safety or radiological safety for
this event. The potential consequences to general safety of the public, nuclear safety, industrial safety and
radiological safety of this event if response actions were delayed were negligible. The potential consequences to
general safety of the public, nuclear safety, industrial safety and radiological safety of this event if one additional
barrier becomes missing or broken is negligible since the CPC reaction is a plant trip into a safe condition. Had the
CEAC failed so that a true subgroup deviation was not detected, the other CEAC would have sensed the deviation
and applied the appropriate penalty factor to the CPCs to generate a LPD or DNBR trip. Based on this analysis, the
risk is considered Low.

ADDITIONAL INFORMATION

Energy industry identification system (EIIS) codes and component function identifiers are identified in the text with
brackets [ ].

NRC FORM 366A (02-2014)



	Page 1
	Page 2
	Page 3
	Page 4
	Page 5
	Page 6
	Page 7
	Page 8

